Abslracf-The need for economic, reliable and effective delivery of electric power has lead to the search for new, efficient and effective methods for diagnosing the insulation of the HV equipments in the industries all over the world. One of the methods currently being investigated as a potential nondestructive diagnostic tool for condition monitoring of the oilpaper insulation of power transformers is the Polarisation and Depolarisation Current (PDC) measurement. This paper starts with a theoretical and physical description of the PDC technique. Several practical aspects of the technique have been discussed in the paper along with corresponding experimental and field test results. These physical Considerations can he used as 'precdutions' for the potential field users of the PDC technique for insulation condition assessment of transformers.
I. INTRODUCTION
with the physical and mathematical explanations. The different physical parameters and practical considerations of the technique are discussed along with supporting experimental and field test results on transformers. These parameters have been identified by the authors from their experience with the actual on-site measurements over the years. It is recommended that the field-users of the PDC technique should carefully address these issues while conducting the test and also during analysis of the results.
PDC MEASUREMENT

A. Theoretical Background
When a step voltage of magnitude U. is applied to an initially discharged dielectric, the polarisation current flowing through it is given by (1). The process is summarised in Fig.1 .
i,(t)=c U -+ f ( I )
a 1 OISTURE and ageing strongly influence the dielectric transformer. To assess the reliability of insulation it is vacuum, f(t) is the response function and co is the geometric necessary m know the condition of the oil and the Paper capacitance (measured capacitance divided by relative separately.
permittivity) of the dielectric material. In recent years, new methods to assess insulation systems have been promoted in addition to the classical insulation resistance and Power frequency loss factor m e a s~~~m e n t s .
Dielectric diagnostic measurements based on polarisation and depolarisation current measurements and return voltage M ProPeflles of OiUPaPer insulation System of Power Where o is the DC conductivity, Q is the pcrmittivity of once the step voltage is by a short circuit, a depolarisation current is built up. The depolarisation current is expressed as:
i~( f ) = -c o~o~( f ) -~( f + f~) l measurements have gained significant importance over the last several Years 111. . _ The Polarisation and Depolarisation Current (PDC) analysis is a non-destructive dielectric testing method for determining the conductivity and moisture content of insulation materials in a transformer [2] [3] [4] [5] . PDC can provide information about the Response Function of the dielectric and the conductivities of oil and paper. On the basis of this analysis it is possible to take further actions like oilrefurbishment or drying or replacement of the transformer. This paper presents a description of the PDC technique T. K. Saha (e-mil: rahu@itee.uq.edu.au) from a depolarisation current measurement it is assumed that the dielectric response function is a continuously decreasing function in time, then if the polarisation period is sufficiently long, so thatffr + f,,) s 0, the dielectric response functionflt) is proportional to the depolarisation current. Thus from (2), the dielectric response functionf(t) can he approximated as:
C. Estimation of the Conductiviry
From the measurements of polarisation and depolarisation currents, it is possible to estimate the DC conductivity o of the test object. If the test object is charged for a sufficiently long time so thatflt + t,) z 0, (1) and (2) can be combined to express the DC conductivity of the composite dielectric as:
This composite conductivity, in practice, is the convolution of the conductivities of the oil and the paper that make up the insulation structure. The conductivity will depend on the relative amount of oil and paper and the geometry of their arrangements inside the transformer.
PRACTICAL ASPECTS AND PHYSICAL PARAMETERS
In course of different on-site measurements and laboratory experiments, the influence of different physical parameters on the PDC measurement has been studied. These include the measuring circuit requirements, amplitude of the excitation voltage, charging and discharging periods and environmental influences like the temperature variation and the effects of noise and interference.
A. Measuring Circuit
The hasic circuit arrangement for the measurement of PDC of insulation consists of a high voltage source for charging the insulation and a sensitive current measuring device. It is recommended 131 to use the 'two active electrodes' technique for the measurement. According to this technique, the insulation to he analysed is connected between two electrodes.
One of the electrodes is marked as the 'excitation electrode' and the test voltage is applied to it referenced to ground while ~ 2372 the current is measured along a line connected between the second 'sensing electrodc' and ground. With such a 'two active electrode' arrangement, effects of stray capacitances of the insulation to ground and also cable capacitances can be reduced to a minimum.
Transformcrs have a variety of possible connections
including single-phase, three-phase, three-phase star, threephase delta, with or without tertiary winding, with or without tap winding and even three-phase and single-phase autotransformers. The basic idea is to assess the condition of the bulk insulation consisting of paper and oil between the windings. Thus, [or all different transformer configurations, the insulation to be diagnosed need to be connected as the dielectric bctween the two electrodes of the measuring unit.
Fig2 demonstrates the recommended connections at the transformer terminals for different types of transformers. There may be some more arrangements of transformer windings possible, which are nothing but diffcrent combinations of those shown in Fig.2 .
Thc high voltage source to be used for exciting the insulation should he free of drift and disturbances. The voltage source must also be stable during its transient switching to the capacitivc load of the insulation. The in-built high voltage source in the Keithley Electrometer model 6517A [IO] is used for measurements and this satisfies these requirements to a great extent. Thc most sensitive and expensive part of the PDC mcasuring equipment is the current measuring device. Normally the polarisation and depolarisation currents are very small (often several nanoamperes) and the values for different test objects can range over several decades. The Keithley Electrometer Model 65l7A has a very sensitive and accurate current measuring circuit that can be programmed to read such small currents varying over a wide range.
B. Temperature Instabilit)
Transformer oil and paper/pressboard are very dissimilar materials, in that the former is hydrophobic and the latter is hydrophilic. As thc temperature changes, there will he migration of moisture between oil and paper/pressboard via diffusion. [ I I] . It is thus evident that unless the temperature is stable and the oil-paper has attained equilibrium, any dielectric test done in-between will not reflect the true condition of the insulation. It has been reported by [2] [3] [4] [5] [6] [7] [8] and sevcral other researchers that the relaxation currents are very sensitivc to the temperature. This phenomenon has been attributed to the increased mobility of the charge carriers during the polarisation/depolarisation process at elevated temperatures.
This dependence of the relaxation currents on temperature may seriously affect the PDC measurement results during field-testing in more than one ways.
It is often experienced in actual filed testing that the transformer to be tested was previously connected to the grid and was in operating condition. During normal operating condition, the temperature inside a transformer may reach much higher than the ambient, depending upon the loading condition. For the PDC measurement purpose, if a transformer is taken out of service, it must be given adequate time for the temperature to settle down to ambient condition before commencing the actual PDC testing.
Fig3 is a plot for the PDC test on a transformer where PDC measurement has been done while the transformer was under the process of cooling down. Before the start of the test, the transformer was running at a tempcrature of 6O' C. The transformer was then switched off from the supply and allowed to cool down to the ambient temperature of 23'C. The PDC mcasurement was done during this cooling-down process. The plot of It was pointed out in [I21 that if a thermal step is applied to one or other of the sidcs of the sample, due to displaccmcnt of the charges a current appear in the external circuit. This current interferes with the polarisation and depolarisation currents under measurement giving rise to unwanted errors. As seen in Fig.3 , the polarisation and depolarisation currents corresponding to the case when the transformer temperature was under transition are higher than their ambient temperature counterparts. This may result in erroneous calculation of the response function and the conductivities.
Fip.3. Polarisation and depolarisation current plols lor t r a n s f m r under downward transition of temperature
Thus it is essential to allow sufficient time for the transformer temperature to settle down to ambient before commencing the actual PDC test.
An opposite kind of temperature transition effect on the PDC measurement can be observed while field-testing in open substations where the ambient temperature itself varies widely during the day. The ambient temperature may start with 18-20' C in the moming and may increase to 30-35'C in the midday. In effect, the temperature inside the transformer tank will also go up. This may have a noticeable impact on the PDC measurement. Both the polarisation and depolarisation currents being very sensitive to temperature variations -this kind of temperature variation during the measurement period itself may introduce some unwanted variations in the currents. An experiment was performed in the laboratory with the test transformer being put inside a temperature controlled chamber. The PDC test was started at 20' C and then the chamber temperature was increased at a steady rate of 2' C per hour up to 3OoC while the test was going on. Fig. 4 shows the polarisation and depolarisation currents in the case with the temperature around the transformer tank rising steadily from 2O' C to 30' C during the test. Fig. 4 also includes the polarisation and depolarisation currents when the same transformer was tested at a constant temperature of ZOOC. Fig. 4 that, both the polarisation and depolarisation currents with the temperature under upward transition are higher than thcir lower temperature counterparts. It is thus clear from the Fig. 4 that any dielectric rcsponse function and conductivity computed from the polarisation and depolarisation currents obtained under such temperature transition during thc PDC measurement will be erroneous. 
It is observed in
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D. Charging and Discharging Periods
In order to study the discharge characteristics of a material with a view to accurately determine its dielectric response, it is necessary to charge the material prior to the beginning of the discharge process for at least ten times longer than the maximum desired time of the discharge measurement 16-81, The depolarisation current at times that are short compared to the preceding charging time follow the genuine characteristics expected of the material in question, but at times long compared with the charging time, the slope of the logarithmic plot of the depolarisation current becomes much steeper than the genuine characteristics. Fig.7 is a plot for the two dielectric response functions f(r) calculated for a 70MVA transformer -at charging to discharging time ratios of 1O:l and 1: I respectively. This effect is more severe in new transformers whcrc the magnitudes of the relaxation currents are quite low. This is often referred as the 'memory effect'. Fig8 shows such a condition when the transformer is charged again without discharging for sufficiently long time. The apparently higher magnitude of the polarisation and depolarisation current is due to the 'memory effect' i.e. due to the influence of previous measurements. This may result in erroneous calculation of response function and conductivities. As observed in Fig& the difference in the magnitudes of the two depolarisation currents is, however, more prominent than the corresponding differences in thc polarisation currents.
These requirements, however, often need to he sacrificed due to constraint of the practically available testing times. A compromise thus needs to be made between the chargingldischarging periods and the actually available total testing lime. Apart from the obvious and practicable precautions to reduce the interference in the field, the situation can be improved by the use of filters. These filters can he either analogue filters integrated with the measurement system or may be software implemented digital filters. Analogue filtering, however, should be kept to a minimum, as the capacitors needed for the filters would exhibit dielectric relaxation phenomena much like the insulation to be diagnosed -thereby introducing unwanted error. Digital filtering consists of notch filtering at mains supply frequency and low pass filtering can be used.
In the PDC measuring equipment developed by the authors [ 1 , 5, 91, software based digital filters have been implemented to reduce the noise from the measured relaxation current signals. Fig.10 shows the polarisation and depolarisation currents of the same transformer as in Fig.9 , hut after the signals are processed by a digital filter.
It is thus evident that the effect of noise can be greatly reduced by the usc of suitable filters. Otherwise too much noise added up to the relaxation current data might lead to faulty computation of rhc response function and the conductivities. Also interpretation of the polarisation and depolarisation current plots becomes confusing if there is loo much noise. 
IV. CONCLUSIONS
PDC test is fast emerging as an effective non-destructive dielectric diagnostic testing method for high voltage transformer insulation. It has the potential of determining the ageing and moisture conditions of oil and paper insulations in transformer. The theoretical and practical backgrounds of the PDC technique have been introduced in this paper. It was intended to present in this paper, some important practical and physical aspects of the PDC technique when referred to actual
